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Terms and Conditions 

This Bushfire Hazard Assessment Report may only be copied, distributed or forwarded to other parties in its original format 

with the permission of Steve Brooks. This document cannot be altered in any way unless given permission by myself, Steve 

Brooks. 

Disclaimer  

Quote from Standards Australia “It should be borne in mind that measures contained in this Standard cannot guarantee 

that a building will survive a bushfire event on every occasion. This is substantially due to the degree of vegetation 

management, the unpredictable nature of behaviour of fire, and extreme weather conditions”. 

This report has been prepared with all honesty and the opinions contained in this report are provided in good faith and all 

comments and opinions are not misleading. 

AS 3959‐2009 is designed to improve the performance of buildings in designated Bushfire Prone Areas but there is no 

guarantee of a structure surviving a bushfire event due to the sometimes erratic and unpredictable behaviour of bushfires.  

Steve Brooks is therefore not liable to any person or company for any damage or loss incurred in a bushfire event due to a 

person or company taking actions in respect to advice or statements contained within this Bushfire Hazard Assessment 

Report. 

© First Field Environmental 2018 

This document is and shall remain the property of First Field Environmental. The document may only be used for the 

purpose for which it was commissioned and in accordance with the Terms of Engagement for the commission. 

Unauthorised use of this document in any form whatsoever is prohibited.  

First Field Environmental 

PO Box 6318 Silverwater NSW 1811 

T: 0468 708 520 

E: michelle@firstfield.com.au 

Revision history 

Version  Date  Author  Authorised by 

Draft  14 June 2018  Steve Brooks  Michelle Evans 

Final  2 July  Steve Brooks  Michelle Evans 
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Executive Summary 

First Field Environmental has been commissioned to prepare a Bushfire Hazard Assessment Report in support of 

a development application for the construction of a primary dwelling. The site comprises approximately 27,900 

m2 across 90 Garlicks Range Road (Lot 25 DP 811476) to 210 Garlicks Range Road (Lot 70 DP 751295) Orangeville 

NSW 2570.  

This Bushfire Hazard Assessment Report addresses matters required by Planning for Bushfire Protection 2006 for 

the proposed development as per Section 100B of the Rural Fires Act 1997 and Part 44 of the Rural Fires 

Regulation 2013 for the application of a Bush Fire Safety Authority.  

The proposed boundary adjustment between 90 and 210 Garlicks Range Road, Orangeville and the proposed 

construction of a new dwelling at 210 Garlicks Range Road can meet the planning requirements of Planning for 

Bush Fire Protection 2006 (NSW RFS) and are capable of meeting Australian Standard AS3959‐2009 Construction 

of buildings in bushfire prone areas and the Building Code of Australia in relation to construction standards.   

It is recommended that Wollondilly Shire Council and the NSW Rural Fire Service approve the proposed 

boundary adjustment between 90 and 210 Garlicks Range Rd, Orangeville NSW 2570. 

It is also recommended that Wollondilly Shire Council and the NSW Rural Fire Service base their decision to 

approve the proposed construction of a new dwelling at 210 Garlicks Range Rd, Orangeville NSW 2570, in 

respect to Bush Fire Requirements, on its’ merits. 
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1. Introduction 

First Field Environmental has been commissioned to prepare a Bushfire Hazard Assessment Report in support of 

a development application for the construction of a primary dwelling. The site comprises approximately 27,900 

m2 across 90 Garlicks Range Road (Lot 25 DP 811476) to 210 Garlicks Range Road (Lot 70 DP 751295) Orangeville 

NSW 2570.  

The site is located at GDA‐MGA56 277983E, 6230817N (shown in red on Figure 1) and is within the Wollondilly 

Local Government Area. 

The site has been identified as being bushfire prone land and is required to comply with relevant bushfire 

legislation.  

 

Figure 1 Location of the subject site 

Source: Nearmap, 2018 

2. Purpose of Report 

The purpose of this report is for the proposal to be considered under Section 100B of the Rural Fires Act 1997 

and support the application of obtaining a Bushfire Safety Authority for the proposed boundary adjustment and 

construction of a new dwelling at 90 and 210 Garlicks Range Road Orangeville NSW 2570.  
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3. Methodology  

This report has been prepared in accordance with the submission requirements of Appendix 4 of Planning for 

Bush Fire Protection (NSW RFS 2006) and the requirements of Section 100B of the Rural Fires Act 1997. 

The report addresses the detailed information required in a Bush Fire Assessment Report for submission to the 

RFS under Clause 46 of the Rural Fires Regulation 2013: 

 a description of the property 
o provide Lot , DP of subject land 
o street address with locality map 
o zoning of subject land and any adjoining lands 

 the classification of vegetation out to 140 metres from the development 

 an assessment of the effective slope to 100 metres 

 identification of any significant environmental features 

 details of threatened species, populations, endangered ecological communities and critical habitat 
known to the applicant 

 details of Aboriginal heritage known to the applicant  

 a bush fire assessment that addresses – 
o asset protection zones  
o siting and adequacy of water supplies 
o capacity of public roads  
o adequacy of access and egress 
o adequacy of landscaping plans 
o construction standards to be used  

 how the development complies with the acceptable solutions, performance requirements and relevant 
specific objectives within Chapter 4 of PBP.   

The bushfire hazard assessment was conducted for the proposed development using the methodology described 

in Planning for Bush Fire Protection 2006, Addendum: Appendix 3 and Section 2 of AS 3959‐2009 Construction of 

buildings in bushfire prone areas to determine the bushfire attack level (BAL) likely upon the development. 

4. Scope of report 

This Bushfire Hazard Assessment Report and recommendations are limited to the subject Lot and the proposed 

development only and not neighbouring properties or lands. This report considers the current bushfire 

legislation, planning controls and standards for building in bushfire prone land areas. 

This report is based on site plans, a site visit and relevant information from the local council and government 

agencies. 
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5. Proposed development 

The proponents, Rocco and Teresa Mammona, seek to adjust the boundary between 90 and 210 Garlicks Range 

Road Orangeville NSW 2570. The boundary adjustment will forfeit a parcel from 90 (Lot 25 DP 811476) to 210 

(Lot 70 DP 751295) from which the proposed new dwelling will be constructed. 

The subject Lots are surrounded by rural residential development to the north, south and west of the proposal. 

The subject area (0.95Ha), to be forfeited from 90 to 210 and the proposed dwelling footprint are deemed as 

being within Category 1 Bushfire Hazard Vegetation by the Wollondilly Shire Council Bushfire Prone Land Map.  

The proposed dwelling has undergone significant clearing of vegetation to achieve the APZ’s required by 

AS3959‐2009 and PBP 2006 for a BAL‐29 rating. 

The current APZs to the eastern (31m), western (31m) and southern (18m) aspects do not meet the required APZ 

distances required for a BAL‐29 rating but with further vegetation clearing in these aspects the proposed 

dwelling will be able to meet the required APZs for BAL‐29. 

The land is zoned RU2 – Rural Landscape and the proposed development is understood to comply with the 

requirements of the Wollondilly Shire Council LEP and DCP. The proposal constitutes Integrated Development as 

defined by Section 4.1.1 of PBP and as such must meet the specifications and requirements in Section 4.1.3 of 

PBP (NSW RFS 2006).  

6. Legislative, policy and planning requirements 

Environmental Planning and Assessment Act 1979 

The Environmental Planning and Assessment Act 1979 Section 79BA requires that development on bush fire 

prone land comply with Planning for bushfire protection (NSW RFS 2006).  

Building Code of Australia 

The Building Code of Australia (2016) determines performance requirements and deemed‐to‐satisfy provisions 

for the construction of buildings in bush fire prone areas. Buildings primarily used as a residence are identified 

by the Code as Class 1 buildings. 

Planning for Bushfire Protection 

Development applications on bushfire prone land in NSW are to satisfy the aims and objectives of Planning for 

Bushfire Protection (NSW RFS 2006). The proposed development is consistent with “infill development”. Bushfire 

protection measures incorporated into the proposed development meet the specific objectives and performance 

criteria of PBP.  

Australian Standard 3959‐2009 
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Deemed‐to‐satisfy construction standards for Class 1 buildings in a designated bushfire area are provided in 

Australian Standard 3959‐2009 Construction of Buildings in Bush‐fire Prone Areas and are to be applied in 

accordance with Appendix 3 of Planning for Bushfire Protection (NSW RFS 2006). 

Bushfire prone land 

The land has been identified on the Wollondilly Shire Bush Fire Prone Land Map which covers the entire site.  

 

Figure 2 Bushfire prone land 

Source: Wollondilly Shire Council 2018 

7. Site description 

The properties are known as 90 Garlicks Range Road, Orangeville NSW 2570 (Lot 25 DP 811476) and 210 Garlicks 

Range Road, Orangeville NSW 2570 (Lot 70 DP 751295) and are within a rural residential area of Wollondilly 

Shire Council LGA. The Lots have direct access to Garlicks Range Road which runs to the north of both Lots. 

 

 

Figure 3 Site location  

Source: NSW Government 2018 
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Vegetation 

Natural vegetation currently exists within the margins of the site at the following distances from the proposed 

dwelling (Table 1): 

Table 1 Distance between proposed development and Forest vegetation as currently stands 

Aspect  Vegetation Formation  Distance to Hazard 

East  Forest  31m 

South  Forest  18m 

North  Forest  32m 

West  Forest  31m 

Forest vegetation to the north, south and west is dominated by eucalypts 10‐30m tall with crowns that touch or 

overlap (i.e. foliage cover of 20‐50%) whilst the understorey is dominated by shrubs and sparse ground cover 

comprised mainly of hard‐leaved sedges. Forest vegetation to the east has a lesser density of canopy than that 

of the other aspects but is still rated as forest. 

 

 Figure 4 Forest bushfire hazard vegetation north of the site 

 

Figure 5 African Olive on the eastern margin of the site 
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Effective slope 

The slope that would most significantly affect bushfire behaviour is assessed for no less than 100 metres from 

the proposed development.  

 

Figure 6 Site topography 

Source: NSW Government 2018 

Table 2 Degree slope under the classified bushfire hazard vegetation 

 

   

North  South  West  East 

 Upslope Flat   Upslope Flat   Upslope Flat   Upslope Flat 

 0‐5   0‐5   0‐5   0‐5 

 5‐10   5‐10   5‐10   5‐10 

 10‐15   10‐15   10‐15   10‐15 

 > 15‐20   > 15‐20   > 15‐20   > 15‐20 
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8. Asset protection zones 

The proposed dwelling is required to achieve a Bushfire Attack Level of 29 kW/m2 or less. Current and required 

APZs are summarised in Table 3. 

Table 3 Summary of Asset Protection Zones prior to vegetation clearing 

Direction/Aspect  Effective slope   Current APZ   Vegetation 
Classification 

Distance required 
by PBP 

Compliance 

North  4° Downslope  32m  Forest  25m  Yes 

South  14° Downslope  18m  Forest  50m  No 

East  12° Downslope  31m  Forest  50m  No 

West  14° Downslope  31m  Forest  50m  No 

Asset protection zones in forest vegetation may be managed as Inner Protection Areas and Outer Protection 

Areas. Table 4 summarises the allowable inner and outer protection areas for the proposed development. 

Table 4 Inner and outer protection areas 

Direction/Aspect  Effective slope   Inner protection area   Outer protection area  Distance required by PBP 

North  4° Downslope  15 m  10 m  25m 

South  14° Downslope  25 m  25 m  50m 

East  12° Downslope  25 m  25 m  50m 

West  14° Downslope  25 m  25 m  50m 

 

 

Figure 7 Extent of asset protection zone required 
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Asset protection zones are to be implemented across both 90 and 210 Garlicks Range Road and the proposal 

must therefore meet the intent of 3.3 Exceptional Circumstances for APZs in PBP 2006.  

Neither the RFS nor a council has the power to impose an APZ on an adjoining landowner. It is therefore the 

developer’s responsibility to negotiate with adjoining land owner/s as part of the development application 

process. Details of the proposed easement and the adjoining owners consent should be submitted with the 

development application. The DA must demonstrate that exceptional circumstances apply to the land to be 

developed prior to approval for the establishment of an easement. The requirement for an easement will then 

be included in the conditions of approval for the issuing of a BFSA/development consent. The owner/occupier of 

the land who has benefited from the easement shall be responsible for maintaining the APZ.  

In this case, both subjects Lots are under the ownership of Rocco and Teresa Mammona which should not be 

problem in terms of allowing an easement or maintaining the subject outer protection areas on Lot 25 DP 

811476.  

Furthermore, the proposal will also need to meet the intent of 3.3 Exceptional Circumstances for APZs in terms 

of location on slopes >18°Downslope.  

PBP states that an APZ should not be located on land steeper than 18 degrees as: 

 some management practices are impossible, and all become difficult; 

 the environmental consequences of ground clearing (destabilization of the slope resulting in landslip, 

slump, erosion or landslide) may not be acceptable; and 

 the canopy fuels in forests and woodlands are more readily available to a fire, significantly reducing the 

advantage of having an APZ. 

An area of APZ to the east and south of the proposed dwelling of approximately 10 m in width with a downslope 

of 23°. This area will be vegetated with grasses and will maintained to ensure a maximum height of 100 mm is 

met to ensure that this area is not a hazard. Where it can be demonstrated that these issues can be effectively 

managed, APZs on steeper slopes will be considered as an exceptional circumstance which is the case for this 

proposal. 

The proposed construction of the new dwelling on the subject Lot 70 DP 751295 (after the boundary adjustment 

has been given approval) will not be exposed to radiant heat more than 29 kW/m2.  

The APZ’s for the proposal will be satisfactory provided the appropriate vegetation is cleared to the required 

distances in the eastern, southern and western aspects. 

Roads and access 

The access/egress requirements for the proposal is satisfactory. 

The subject Lot has direct access to Garlicks Range Rd which allows occupants an egress route to safety. Garlicks 

Range Rd is a surfaced, all‐weather road and is suitable for fire appliances.  

Garlicks Range Rd is signposted, and rural residential properties are clearly numbered.  

Should a bushfire occur in the area, the occupants of the proposed townhouses are provided with a satisfactory 

egress route if they were required to evacuate the area. 
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Water supply, services and utilities 

Water Supply 

Water supply requirements for the proposal is satisfactory. 

The site is not connected to mains pressure reticulated water supply and is therefore in a non‐reticulated water 

supply area. The proposal must have at least 20,000L of stored water and; 

 a suitable connection for firefighting purposes is made available and located within the IPA and away 

from the structure. A 65mm Storz outlet with a Gate or Ball valve is provided 

 G Gate or Ball valve and pipes are adequate for water flow and are metal rather than plastic 

 underground tanks have an access hole of 200mm to allow tankers to refill direct from the tank. A 

hardened ground surface for truck access is supplied within 4 metres of the access hole 

 above ground tanks are manufactured of concrete or metal and raised tanks have their stands 

protected. Plastic tanks are not used. Tanks on the hazard side of a building are provided with adequate 

shielding for the protection of fire fighters 

 all above ground water pipes external to the building are metal including and up to any taps. Pumps are 

shielded. 

The proponents have indicated that the proposed new dwelling will have two 160,000L water tanks and one will 

be specifically for firefighting purposes. The water tank specifically for firefighting purposes will meet the 

specifications outlined above. 

Electricity Supply 

Electricity supply requirements for the proposal is satisfactory. 

The proposed dwelling will be supplied with electricity via underground electricity transmission lines. 

Gas Supply 

Gas supply requirements to the proposal is satisfactory. 

Any gas connection is installed and maintained in accordance with AS1596, metal piping should be used. 

Site Constraints 

Significant Environmental Features 

The site does not contain any significant environmental features. Please refer to the Flora and Fauna Report 

prepared by First Field Environmental (2018). 

Threatened Species, Populations, Endangered Ecological Communities and Critical Habitat 

The site and adjacent study area may support threatened species. Vegetation on and adjacent to the site is 

consistent with Cumberland Plain Woodland Critically Endangered Ecological Community. Please refer to the 

Flora and Fauna Report prepared by First Field Environmental (2018). 

Aboriginal Heritage 

The Lot has not been identified as having any items of Aboriginal Heritage located on it which would affect the 

proposal gaining approval. 
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Figure 8 Heritage information on 210 Garlicks Range Road Orangeville 

Source: NSW Government 2018 

 

 

Figure 9 Heritage information on 90 Garlicks Range Road Orangeville 

Source: NSW Government 2018 



  

 
 

Bushfire Hazard Assessment Report 90 and 210 Garlicks Range Road, Orangeville  17 

 

9. Hazard assessment determination 

Compliance with Australian Standard 3959‐2009 

The development would meet the requirements for building in a bushfire prone area to BAL – 29, as described in 

AS 3959‐2009 and can be determined in accordance with Table 2.4.2 of AS 3959‐2009 Construction of buildings 

in bushfire prone areas. The FDI for the Wollondilly Shire Council is 100. 

Table 5 Calculation of bushfire attack level 

Aspect  Distance to 
Vegetation 

Vegetation 
Classification 

Slope in degrees  Construction 
Requirements 
AS3959‐2009 

South  50m  Forest  14° Downslope         BAL‐ 29 

East  50m  Forest  12° Downslope         BAL‐ 29 

North  32m  Forest  4° Downslope         BAL‐ 29 

West  50m  Forest  14° Downslope         BAL‐ 29 

Compliance with Planning for Bushfire Protection 

The following table summarises compliance of the proposed development with the performance requirements 

of Chapter 4 of PBP 2006 for Integrated Development. 

Table 6 Performance requirements of PBP 

Performance requirement chapter 4 

PBP 

Acceptable Solution  Compliance 

in relation to Asset Protection Zones: 

• Provide a defendable space. 

• An asset protection zone is 

provided and maintained for the life 

of the development. 

APZ determined in accordance with 

Appendix 2 and Section 3.3 

Exceptional Circumstances for 

APZs. 

 

Yes – Once the vegetation has been 

cleared to the proposed distances the 

minimum APZ is 32m where 25m is 

required to the northern aspect by 

Appendix Table 2.4. To the southern, 

western and eastern aspects the 

minimum APZ is 50m where 50m is 

required by Appendix Table 2.4 

in relation to siting and design: 

• Buildings are sited and designed to 

minimise the risk of bush fire attack. 

Buildings are designed and sited in 

accordance with the siting and 

design principles of PBP  

Yes – the proposed structure will be in a 

cleared area allowing for fire‐fighting on 

all sides and evacuation  

in relation to construction standards: 

• It is demonstrated that the 

proposed building can withstand 

bush fire attack in the form of wind, 

Construction determined in 

accordance with Appendix 3 

 

Yes – The BAL is determined as being BAL‐

29 for the proposed new dwelling on all 

facades. 
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Performance requirement chapter 4 

PBP 

Acceptable Solution  Compliance 

smoke, embers, radiant heat and 

flame contact. 

in relation to access requirements: 

• Safe, operational access is provided 

(and maintained) for emergency 

services personnel in suppressing a 

bush fire while residents are seeking 

to relocate, in advance of a bush fire. 

Compliance with section 4.1.3 for 

property access roads. 

Compliance with section 4.2.7 for 

access standards for internal roads. 

 

Yes – Garlicks Range Rd provides 

adequate access for emergency vehicles 

whilst allowing residents to evacuate the 

area.  

in relation to water and utility 

services: 

• Adequate water and electricity 

services are provided for fire‐ fighting 

operations 

• Gas and electricity services are 

located so as not to contribute to the 

risk of fire to a building. 

Compliance with section 4.1.3 for 

services ‐ water, electricity and gas. 

 

Yes ‐ A dedicated water supply for 

firefighting purposes will be provided and 

will store at least 20,000L 

Electrical supply will be via underground 

transmission lines. 

Any future gas connection is installed and 

maintained in accordance with AS1596, 

metal piping should be used. 

in relation to landscaping: 

• It is designed and managed to 

minimise flame contact and radiant 

heat to buildings, and the potential 

for wind driven embers to cause 

ignitions. 

Compliance with Appendix 5 of 

Planning for Bush Fire Protection 

(2006) 

 

Yes ‐ No significant planting under 

windows or other exposed elements –

considered acceptable.  
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10. Recommendations 

 The site is not connected to mains pressure reticulated water supply and is therefore in a non‐

reticulated water supply area. The proposal must have at least 20,000L of stored water and; 

o a suitable connection for firefighting purposes is made available and located within the IPA and 

away from the structure. A 65mm Storz outlet with a Gate or Ball valve is provided. 

o G Gate or Ball valve and pipes are adequate for water flow and are metal rather than plastic. 

o underground tanks have an access hole of 200mm to allow tankers to refill direct from the 

tank. A hardened ground surface for truck access is supplied within 4 metres of the access 

hole. 

o above ground tanks are manufactured of concrete or metal and raised tanks have their stands 

protected. Plastic tanks are not used. Tanks on the hazard side of a building are provided with 

adequate shielding for the protection of fire fighters. 

o all above ground water pipes external to the building are metal including and up to any taps. 

Pumps are shielded. 

 With regards to APZs, the proposed easement should be submitted with the development application. 

The DA must demonstrate that exceptional circumstances apply to the land to be developed prior to 

approval for the establishment of an easement; 

 The requirement for an easement will then be included in the conditions of approval for the issuing of a 

BFSA/development consent. The owner/occupier of the land who has benefited from the easement 

shall be responsible for maintaining the APZ; 

 The vegetation in the eastern, western and southern aspects be cleared so that the proposed dwelling 

can meet the required APZs for a BAL‐29 rating; and 

 Carry out vegetation management and property maintenance in accordance with Appendix 5 of 

Planning for Bushfire Protection (NSW RFS 2006). 

 

It is recommended that Wollondilly Shire Council and the NSW Rural Fire Service approve the proposed 

boundary adjustment between 90 and 210 Garlicks Range Rd, Orangeville NSW 2570. 

It is also recommended that Wollondilly Shire Council and the NSW Rural Fire Service base their decision to 

approve the proposed construction of a new dwelling at 210 Garlicks Range Rd, Orangeville NSW 2570, in 

respect to Bush Fire Requirements, on its’ merits. 
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11. Conclusion 

This Bushfire Hazard Assessment Report has addressed all matters required by Planning for Bushfire Protection 

2006 for the proposed development as per Section 100B of the Rural Fires Act 1997 and Part 44 of the Rural 

Fires Regulation 2013 for the application of a Bush Fire Safety Authority. The recommendations provided below 

are provided to Wollondilly Shire Council and the NSW Rural Fire Service to be included with the issue of a Bush 

Fire Safety Authority. 

The proposed boundary adjustment between 90 and 210 Garlicks Range Road, Orangeville and the proposed 

construction of a new dwelling at 210 Garlicks Range Road can meet the planning requirements of Planning for 

Bush Fire Protection 2006 (NSW RFS) and, are capable of meeting Australian Standard AS3959‐2009 Construction 

of buildings in bushfire prone areas and the Building Code of Australia in relation to construction standards.   

The BAL for the proposed construction of a new dwelling has been determined from Table 2.4.2 of AS 3959‐2009 

to be BAL‐29 and the proposed works are therefore required to comply with Sections 3 and 7 of AS 3959‐2009. 

The proposed Asset Protection Zones to the southern, eastern and western aspects can meet the intent of 3.3 

Exceptional Circumstances in PBP 2006. The minimum separation distance to the Category 1 bushfire hazard 

vegetation will include maintained land within the subject Lot (inner protection area) and maintained land in 

neighbouring rural residential Lot – 90 Garlicks Range Rd (outer protection area) for the southern and western 

aspects. 

The small part of the inner protection area to the eastern and southern aspects are on a slope >18° and this 

report can show that the issues surrounding this area can be effectively managed and therefore be considered 

as an exceptional circumstance. 

In combination with this report and the site‐specific assessment this proposal will provide a satisfactory level of 

bushfire protection to the property and occupants whilst meeting the requirements of both the NSW Rural Fire 

Service and Wollondilly Shire Council in terms of bushfire legislation and safety.  
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Bushfire Risk Assessment Certificate 
This form is to be completed by a recognised consultant in Bushfire Risk Assessment in accordance with Section 

4.14 of the Environmental Planning and Assessment Act 1979 

Property Address  90 & 210 Garlicks Range Road Orangeville NSW 2570 

Description of the Proposal  Residential Subdivision (Boundary adjustment) – New 
Dwelling 

Plan Reference  4th June 2018 ‐ 1 

BAL Rating   BAL‐29 

Does Proposal rely on Alternate Solutions  No 

Is Referral to NSW RFS Required  Yes 

I, Steve Brooks have carried out a Bushfire Risk Assessment on the above‐mentioned property and the proposed 

development. A detailed Bushfire Assessment Report is attached which includes the requirements set out in 

Chapter 4 of Planning for Bushfire Protection 2006. 

I hereby certify that in accordance with Section 4.14 of the Environmental Planning and Assessment Act 1979, I 

am a person recognised by the NSW Rural Fire Service as a qualified consultant in bushfire risk management. The 

bushfire risk assessment report for the development conforms to the relevant specifications and requirements 

of Planning for Bush Fire Protection 2006 (NSWRFS). 

I acknowledge that the Bushfire Assessment Report prepared for the above‐mentioned property will be 

submitted and relied upon by Council in support of the proposed Development Application as the basis for 

ensuring that the bush fire requirement aspects of the proposed development have been met in accordance 

with Planning for Bush Fire Protection 2006 (NSWRFS). 

BPAD ‐ Certification No. 40765  

Graduate Diploma Bushfire Planning and Design (UWS)  

Graduate Certificate in Fire Investigation (CSU)        
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Appendix A Site photos 

 

Photo 1 Indicates the access along Garlicks Range Rd and the Forest Classified Vegetation to the North of the 

proposed dwelling 

  

Photo 2 Indicates the Forest Classified Vegetation and African Olive to the North‐East of the proposal 
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Photo 3 Indicates the Forest Classified vegetation to the South of the proposal 

  

Photo 4 Indicates the African Olive to the East of the proposal and the degree of slope (23°) for the small area of 

APZ 
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Photo 5 Indicates the Forest Classified Vegetation to the North‐East of the proposal 

 




